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Flashing – End Dams

Mastic or Sealant should not be used as an end dam.

Sealant is only for the seams. (Mastic tends to dry out and is not compatible with 

most air barrier and should not be used).

Verify sealant with other products that come in contact, above or below, such as 

AVB, precured silicone, Etc.

End Dams need only to be 2” in height and held back ½”-3/4” from the front face of 

the masonry wall.

Exposed End Dams

We must verify that the end dams are concealed

(Review shape of sill prior to installation...

Also, flashing should not be cut flush with the masonry edge.

End dams should be placed UNDER the main flashing run

http://www.aecom.com/
http://www.aecom.com/Hunt-Quality
http://www.aecom.com/Hunt-Quality
http://www.aecom.com/Hunt-Quality

	Slide 1

