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Precision 

Points

Masonry 04
040523             09.08.2026

Flashing – Complex Detail
Masonry flashing must make sure that water travels to the exterior at all 

locations…We must review all entry points back into the building.

The End dam was located only at the end of the masonry run…and not on the side of 

the window unit.  

This is a common mistake that is frequently overlooked.
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