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Precision 

Points

Masonry 05
040523             09.08.2026

SS Drip Edge Splice

We must make sure that the SS Drip edge overlaps 

and under the SS drip is properly sealed.

We should be installing a silicone, such as Dow 790, at the splice, 

located at all sides (Box Pattern), and at the front of the drip edge.

We should be installing a silicone sealant, such as Dow 756 or 

795, under the stainless steel flashing and just under the hemmed 

edge & the face of the masonry to make sure that water does not 

enter the system below the wall flashing.
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